INLAND EMPIRE PAPER COMPANY PHONE 509/024-1911

N, 3320 ARGONNE
SPOKANE, WASHINGTON 89212

—_—

August 14, lﬁg@ E_JI]MEW

D G. B AUG171984
Ms. Diana G. Banta

E.P.A. Region 10 PESTICIDES AND TO:.
Pesticides & Toxic Substances Branch SUBST TANCES ”fHMF

M/S 524
1200 Sixth Avenue
Seattle, WA 98101

Dear Ms. Banta:

On July 17, 1983, Mr. Clyde Anderson, General Manager of Inland
Empire Paper Company (IEPCo), received a letter from Mr. Charles
E. Findley, Acting Director of EPA's Air and Waste Management
Division, concerning two violations of the PCB Regulations.

These violations were noted by Dr. Michael Watson on a December
15, 1983, inspection of the mill site. The following advises you
of the corrective actions which were taken to bring IEPCo into
compliance:

1. Storage -- The leaking PCB capacitor (Westinghouse 4160 volt)
which was in storage did not bear the date that it was removed
from service and placed into storage for disposal.

This was corrected immediately after Dr. Watson pointed this
out to us on December 15.

The actual date of removal from service was November 9, 1983.
It was noted in Mr. Findley's letter that there was a dis-
crepancy in IEPCo's records as to removal date. The report,
dated November 15, 1983, which stated that the capacitor had
been removed on November 4 was incorrect. It should have
stated that the leaking capacitor was first discovered on
November 4, 1983. The November 8, 1983, memo that stated it
had not yet been removed from service was correct. IEPCo's
1983 Annual Report pertaining to PCB's does, in fact, bear
the proper date.

2. Marking -- The leaking PCB capacitor did mnot have the proper
PCB contaminated marker on its surface.

The capacitor did have the proper PCB labels on its surface;
however, they could not be readily observed due to the fact
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Inland Empire Paper Company

Ms. Diana G. Banta, E.P.A. August 14, 1984
Pesticides & Toxic Substances Br.

that the capacitor in question was completely wrapped in
plastic. On the outside of the plastic, IEPCo had attached

a home-made label indicating that the enclosed capacitor was
PCB contaminated. After Dr. Watson's departure, a legal,

6" x 6" PCB Contaminated label was affixed to the plastic,
bearing the date of removal. At that time, labels were placed
on the wall behind the storage area.

On January 26, 1984, the capacitor in question was placed in
a DOT approved container by the Westinghouse Electric Corpora-
tion, under shipping order #SERD-96401, and removed from the
mill site. Attached, please note copies of the certifica-
tions received on July 18, 1984, from Westinghouse, stating
that the capacitor in question was properly disposed of on
March 11, 1984. (Please note that the certification was for

3 capacitors. However, it was actually for 3 capacitor cans
which comprised the one capacitor in question.)

IEPCo believes that, due to the above actions, we are now completely
in compliance with the PCB regulations.

IEPCo is very intent on complying with the PCB regulations and

is making every effort to reach this end. To exemplify this, on
January 26, 1984, Westinghouse Electric Corporation, under con-
tract by IEPCo, rebuilt the only two transformers at this site
which were PCB contaminated, one at 290 ppm, the other at 55 ppm.
After the outlined three month operational time, these trans-
formers were certified as PCB free. This was done at a total
contract cost of $34,014.10, which does not include the lost
production from having the mill down during the decontamination
procedure. IEPCo still has capacitors in service which are PCB
contaminated, but has set a company policy to replace and properly
dispose of all capacitors containing PCB's as funds become avail-
able. It is a company goal to have a PCB free mill. 1In the
meantime, we will continue to abide by the current PCB regulations.

If I can be of any further assistance in this matter, please do
not hesitate to contact me.

Sincerely,

MWW

WDA:ba Wayne Andresen
Enc. Technical Superintendent
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Westinghouse Industry Products Apparatus Service Division

Electric Corporation Company 10831 £ Marginal Way S
Seattle Washington 98168
12061292 4111

July 18, 1984

Inland Empire Paper Co.
N. 3320 Argonne Rd.
Millwood, WA 99212
Attn: Edwin ORR

This letter is to certify that the 3 FCB capacitors

delivered to Westinghoue Apparatus Service Plant, Seattle, WA om
1/27/84 were disposed of according to 40CFR Part 761.60
(b) (2) (iii) (A).

Attached are copies of the Texas Waste Manifest, Ticket Number

00804851 , and the Certificate of Destruction in which your

capacitors were included.

Should you have any questions, please feel free to call.

WESTINGHOUSE ELECTRIC CORPORATION

‘%6 /Jé/}%w&s :



Rob... Environmental Services v Ing,

B O. Box 509, Love Paik, Texas 77536 (713} 478-6601

Rollins

June 25, 1984

Westinghouse Electric Corporation
Westinghouse Building

Gateway Center

Pittsburgh, PA 15222

Attn: Mr. Joseph Levine

Dear Mr. Levine:

This is to certify that on _ February 16, 1984 . 6,500
pounds (3 Bins) of PCB capacitors were received
from your Seattie, Washington location. This shipment was

manifested under the Texas Department of Water Resources Control
Ticket Number 00804851

Incineration of this material was completed on March 11, 1984
Disposal of this material was accomplished in compliance with all
applicable federal, state, and local regulations.

Should you require additional information in regard to the disposition
of your materials, please feel free to call.

Sincerely,

ROLLINS ENVIRi{ZE%ifL ERVICES (TX) INC.

cy 0111ster
P nt Superintendent

TH/rj
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CERTIFIED MAIL NOTICE OF NONCOMPLIANCE
JUL 17 1984

Clyde Anderson, Mi1l Manager
Inland Empire Paper

N. 3320 Argonne Road
Spokane, Washington 99206

Dear Mr. Anderson:

On December 15, 1983, an Environmental Protection Agency (EPA) inspection
was performed by Dr. Michael Watson at Inland Empire Paper Co., Spokane,
Washington. The inspection was carried out to determine compliance with
the PCB Regulations adopted by EPA pursuant to the Toxic Substances
Control Act (TSCA).

During the inspection, violations of the regulations were noted. You
should be aware that violations of TSCA may be subject to administrative
civil penalties. At the conclusion of the inspection, Dr. Watson
discussed his preliminary findings with Wayne Andresen. The following
jdentifies in detail the violations observed during the inspection:

Storage

40 CFR 761.65(c){8) requires that PCB Articles and Containers be
dated on the article or container when they are placed in storage.

The leaking PCB Capacitor (Westinghouse 4160 Volt) that was removed
from service on November 4, 1983* did not bear the date that it was
removed from service and/or placed into storage for disposal. Your
1083 Annual Report should include the appropriate information
concerning this capacitor.

* There is a discrepancy in your records which needs to be
clarified. A report dated November 15, 1983 indicated that
the leaking capacitor was removed from service on November 4,
1983, while another report dated November 8, 1983 indicated it
had not yet been removed from service.

Marking

40 CFR 761.40 requires that PCB Transformers, Large PCB Capacitors,
PCB Containers, and storage areas used to store PCBs and PCB Items be
marked in accordance with 40 CFR 761.45 uniess the Item or Container
is too small to accommodate the 6 X 6 inch PCB label.
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During the EPA inspection, no label was observed on the Westinghouse
4160 Volt Capacitor removed from service in November 1983, The area
used for storing this capacitor also was not marked with the requi red

PCB label.

while the above violations were noted during the inspection, you are to be
commended on the PCB program you have maintained and the thoroughness and

clarity of your records.

Within 30 days of your receipt of this letter, please advise us of the
corrective action which you will take to bring your facility into
compliance with the PCB Regulations. Inquiries and correspondence should
be directed to Diana G. Banta, EPA Region 10, Pesticides and Toxic
Substances Branch, M/S 524, 1200 Sixth Avenue, Seattle, WA 98101;

telephone {206) 442-1987.

Sincerely,

A

CE/) Charles E. Findley)~Acting Director
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PC3 INSPECTION: Iniand Empire Paper Co. r. Watson. 12-15-83
N. 3320 Argonne Rd.
Spokane, “ash 99206

I began the inspection at 10:37 AM on 12-15-83, en*ered the facility and
nresantad my credentials to the receptionist. I was referred to Mr. Yayne
Andresen, Technical Superintendant for the company. Mr. Andresen came to the
front office very shortly, and I presented him with my credentials and explained
the purpose of my visit. We then went to his office and discussed the
proposed inspection, and I presented him with the Notice of Inspection and the
Notice of Confidentiality. Chief Officer of Business was identified as Mr. Clyde
Anderson, Mi11 Manager. I was also introduced to Mr. George Logan, Chief
Electrician for the company.

Inland Empire Paper Co. occupies a very large group of brick buildings located
on the Spokan& River east of the main portion of Spokane and somewhat in the
obviously "industrial sEraw1" portion of th= city's eastern expansion.

The mi11 is a large mechanical paper mi1ll, and is not a Kraft process mi1l. Thus

it does not have to contend with the degree of unwanted chemical discharge so

common to the Kraft milling process. It is owned by the Spokesman-Review nawsnavers,
according to Mr. Andresen, and is capable of a routine output of about 200 tons

per day of paper, 15 per cent of which is used for the Spokesman-Reviaw newspaper
publication. The mill buys wood chips, and precesses them to pulp and paper by

using mechanical methods. They also produce colored (usually green dyed) newsprint,
and apparently are the sole suppliers of green newsprint to the San Francisco
newspaper, the Examiner.

The plant has approximately 27 transformers, none of which ara PCB, and 2 of
which are PCB contaminated. Total capacitors at the facility total 72, mesT ofF
which are PCB. In January of 1984, the plant will totally shut down for 12 hours,
so that the two PCB contaminated transformers can be flushed and converted to
non-PCB. The company has been planning for some time to convert its total facility
to non-PCB. Mr. Andresen was quite concerned about the nearness of the plant to
the Spokane River, was qui®é aware of the dangers of PCB to aquifer and water
table , and so forth, and explained that the company wanted to go totally non-

PCB in its.transformers for these reasons. As I will discuss later, the company
appears to have very good records which track the nature of each device on the
premesis, and also has annual reports. Mr. Andresazn appeared to have been doing

a very good job in keeping records current. (s2e attached copies of representative
records for the facility). )

We then began to tour the facility, after stopping at the office of Mr. Edwin
Orr, Maintenence Supt., where I briefly explained to him the purpose of my visit as
well. First stop was at the Motor Control Center for the Company, which contained
5 non PCB transformg?gnd 3 on Tine PCB capacitors. A photo was taken of the
capacitor bank, which was Tabelled with the yellow PCB sticker. A 7160 volt "surae
capacitor was also th@ﬁﬁ?pr@vious1y, but had been removed from service on 4 November
1983 after a small Teak had been noted in the unit on 11-8-83 (tha dates dn not
make sense, could they have meant 4 December? See attached records, etc.) This
was actually a triad of three capac itors in a single unit, and will be discussed
separately at the conclusion of this report as a storage and disposal issue.

At the time of the inspection, the leaky b7ank had been replaced by a non PCB unit
surge capacitor. (see records).

Next stop was at the High Grade Control Room, in which wera housed transformers
with the company code numbers of 21, 22, and 23. Mr. Andresen jndicated that these
were non PCB transformers. A check of their records revealed afertificate of
analysis dated 2-6-80 from Lauck's Laboratories in Seattle, which attested to the
fact that these three transformers had been found to all be less than 50 mg/kg (ppm).
No labels were on these units, as none were required.

(NEXT PAGE)



%o

Inland Empire Paper €  (continued) M. Yatson. 12-15-83

e then visited the "2300 Volt Annexf waich was located uptstairs via an
outdoors access stairway to the third floor. The area contained numerous capacitors.
One series was three banks of 180 kvar capacitors, each of them PCB, and each of
them labelled as such with the yellow PCB Tabel. Isolated in a "cage" made of
strong wére fencing material were two other banks of 15 each capacitors, 1500 kvar
each. A1l of these were PCB capacitors. Although each of them wasn't labelled, thz
cage and its supports were clearly marked with the PCB labels at numerous points.
Fach bank was also labelled with the PCB label inside the cage. Accordina to Mr.
Andresen, the reason for the cage was to protect against the possibility of electro-
cution, should someone inadvertantly walk into the hot area. (photo)

As we were leaving the 2300 Volt annex, two large transformers (photos) were seen
high on the wall. These were identified as not being the property of Inland Empire
Paper, but rather, belonged to Washington Water Power (WWP). Each was a A9:1 ratio
current transformer, and served as power intake devices for the plant from WWP.

Code numbers, left to right, were 8524 and 8525 for the two transformers. I asked
whether or not these were PCB, as there was no label on either transformer. I
was told that they were just not sure, as the transformers were not their own. I
was then told that they would check them for PCB content when the plant undergoes
its planned shet power shutdown in January. [ suggested that they should get
documentation and records on these transformers as soon as possible and label them
accordingly, but that I was not sure of their responsibilities under the Act if they
in fact did not own the transformers per se. Margo may wish to check this out fdrther.
We next proceeded to the basement transformer station. In the so called
"basement south" was located a very large transformer identified as No. 8 on the
company records, identifiad as G.E. Serial Mo. 1974989. This was pointed asut %o be
a PCB contaminated transformer (55 ppm, according to the available records), and it
bore the yellow PCB label. Large transformers identified as Nos. 2, 10, 11, 14,
and 13 were also viewed. A1l are non PCB. No leaks were noted wxcept for a very
slight apparent sweating from 9 and 10. We then saw transformer No} 14, which is
a PCB contaminated transformer at 290 ppm (see records). This was labeled with
the yellow PCB label. The unit was a Westinghouse, Serial Mo. PCR-9176 (records
jdentify it as PCR-91061).
I then asked to see the storage area in which the previously mentianed leaky

capacitor was kept. I was taken to the unoccupied warehouse-like portion of the
ground floor of the facility, in which the unit was being stored. As th2 rocords
indicate, the unit was taken out of service on Friday, 4 [ovember, 1983. This date
~<was not marked on the stored unit, and I pointed this out to Mr. Andresen. The
unit (phots) was placed in a seamless metal pan about six inches high, which
%&dﬂ% containad absorbant material. The unit did not, appear to be leaking or spilling
wgﬁk to any exten#, but since the unit was eev@égéigy a large sheet of plastic, it was

QQP' b\ difficult to see clearly. Xke Mr. Andresen indicated that the unit had been

N checked dq11y to see if any leaks had occurred out of the pan or the absorbant.

The nlastic sheet was affixed tightly to the unit by black tapelike material, and
the stored unit was labeled with the handwritten sigN "PCB CONTAMIATED" (sic) in
black letters on a white piece of rectangular paper approx 12 inches by 4 inches.
(see photo for better accuracy). Although. I was unable to see clearly through
the thick plastic wrapping, bgﬁiwas not able to see any yellow PCB label on the
units inside.

I then concluded the inspection and reviewed the various findings with Mr.
Andresen, along with obtaining and reading through their records and obtaining copies
to take with me. I felt that their record keeping was excellent, as the attached
copies of log sheet, annual reports for 1980, 81 and 82 will attest. I indicated
that the key problem areas appeared to be the following:

(next page)
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1. No records or assessment of types of fluid in the two large Washington Water X-Form.n
Power units mentioned previously.

2. No label indicating date of removal from service on the stored capacitors.

3. No official label on the stored units (although they had clearly tried very

hard to label it so that others would know that PCB were involved (see photo of

hand Tettered sign mentioned previously)

Michael Watson 1-27-84

WWW




<EPA

—am
US ENVIRONMENT. -_'-_'lOTECTION AGENCY
WASHIN 4, DC 20460

TOXIC SUBSTANCES CONTROL ACT
INVESTIGATION SUMMARY

([
Inland Empire Paper Co.

[11. Facitity Name

1. INVESTIGATION IDENTIFICATION

PP*%2-15-83

| nspet:'tg-dg.lmbar

Dailvmquenw 10 / WA

2. Region/State {12, Street

N. 3329 Argonne Rd.

3. Inspecting Org.
c@ el sO

#. Contract Number(5. Contract Work Order

paper co.

6. Facility Function|7. |nvest. Type

PCB

. Reason for I_nvestlgatlon
|neutral #énsp. scheme

5. Referral Agency

10. Warrant' Required

Yes [ Ne X

13, Ci 1, Sta 16
Spokane, I as Ll
~ 116, DUNS Number 17, SIC Codes

SAMPLE INFORMATI

18. Sample Sequence Number

19, State Sample Number

NO SAMPLES TAKEN

18. Sampla Sequence Number

19. State Sample Number

20. CAS Numbar 21. Project Code

20, CAS Nur.nb.-er

21. Project Code

J‘E. Sample Medium 23, Date Collected

J&z. Sampie Madiom

23, Data Collected

24. Lot or Other Codes 25, Date Shipped

24, Lot or Other Codes

25. Date Shipped

Eﬁ. Sample Identification

NO SAMPLES TAKEN

26. Sample ldentification

27. Amount Before Sampling

27. Amount Before Sampling

28. Sample Description

_‘58. Sampie Description

OTHER FACILITIES

25. Manufacturer[Processor [Other than abova]

[2S. Menufacturer/Processor (Other than above)

30. City 31. State 32, ZIP Code 30. City 31. State 32, Z|P Code
33. DUNS Number 3 DUNS Number
RECORDS
34, Origlnal Records 34. Original Records
Region 10 EPA, Seattle
35. Sample Delivered Ta 36. Date 35. Sampla Delivered To 36. Date
37, Remarks 37. Remarks
INSPECTION DOCUMENTS
38. Credentisls Presented [39. Notica of inspection [40. Notice of 41. Chain of Custody  |42. Receipt for Semples/ [43. Declaration of
Confidentiality Documents Confidentiality

] O O O ! =

44, [nspector’'s Name
Michael Watson, Ph.D.

45. Inspector's Signature

Sueumme L

U

EPA Form 7740-5 {3-83)

ol 3, GRO: 1983-403-960

INSPECTION FILE




SEPA

Unitedi States Region 10
Environmental Protection 1200 Sixth Avenue
Agency Seattle' WA 98101

Toxic Substances Control Act: Notice of Inspection

Name & Address of Firm: Date of Inspection:

Hour:

Reason for. Inspection:

Bl For the purpose of inspecting (including taking samples, photographs and other inspection activities) premises
in: which chemical substances or mixtures or articles containing same are manufactured, processed, or stored,
or held before or after their distribution in commerce (including records, files, papers, processes, controls, and
facilities) bearing on whether the requirements of the Act applicable to the chemical substances, mixtures or
articles within or associated with such premises have been complied with.

£l For the purpose of inspecting (including taking samples, photographs and other inspection activities) con-
 veyances used to transport chemical substances, mixtures, or articles containing same in connection with: their
distribution: ini commerce (including records, files, papers, processes, controls and facilities) bearing on
whether the requirements of the Act applicable to the chemical substances, mixtures: or articles withini or
associated with the conveyances have been complied with.

[ Inaddition, this inspection extends to (circle appropriate letters):
"A).  Financial Data
B) Sales Data
C) Pricing Data
D) Personnel Data~._
E) Research Data e

The nature and extent of the data t:;b'e inspected as specified in A through E above is as follows:

Name of Person to/\WWhom Notice Signature of EPA Inspector
of Inspection Was Delivered:

Title Title & Date

1. Plant Representative 2. PCB Compliance Branch File 3. Inspector’s File
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Laucks

Testing Laboratories, Inc.

mm“hmmAmneSwma&dmmmnmnqG&@&&ﬂﬂ?

Certificate

Chemistry Microbiology, and Technical Services

CLIENT

General Electric Company
E. 1809 Trent Avenue
Spokane, WA 99202

Attn: Art Thorson
ol ] TRANSFORMER OIL
Identification: Inland Empire Paper Co. samples

1. #a Basement South Tank 0.C.B. W

2. i#2 Basement Center " 0.C.B. W

3. i#3 " North " ¥ ]

4. 4 " P P.T.

5. 5 " South J

6. 6 " . C.T. Wagner
7. #7 ) North J G.E.
8. it8 " South Trans. "

9. #g " " "

10. # 10 ) m "

11, #11 . ) W

12, #12 C J W

13, #13 " " Wagner
14 r # 14 " u W .
15. #1s g Storage C.T. Wagner
16. f#i6 " " " G.E.
17. #17 " " £ Wagner
18. #18 Sta. Annex North 0.C.B. G.E,
19. #1319 4Ty " Center 5 v
20, 20 " " South b E
21. #21 Hi Grade Control Room Trans. A.C.
22. #2 2 n " " "
23. #2 3 " " " " " "
24, #24 3 & 4 Machlne #3 Basement ot W
25. #2 5 n " "
26. # 26 " " " ™ " "
27. - #27 Basement New 0il Storage

Lab No.

FERENEW

PCBs, ma/ka

Less/50
Less/50
lLess/50
Less/50

LABORATORYNO. §92 08

oate Feb.

P.O.

submitted 1-30-80

SN/1-37Y2813

SN/12216

1974989
1974988
1974987
SEVB061-01
SFBB8060-01
B9C1037
PCR-91061
12215
2461862
12214
TYPE FK20

3755103005
2262640
3755103005
Bast
Center
West

. Thia report s submitied for the exclusive usa of the paraon, partnarship, or corporation to whom It Is addrassed. Subsequent use of tha name of thia company or any
RE membarof Its stafl in connacilon with the advertiaing or sale of any product or process will be granted only on coniract. This company accepts na responsibillty eacept
48 tor the due performance ol Insgection andfor anaiysls in good faiih and according ta the rulea of the trade and of sclence.

6, 1980
437X6232



l‘est Laboratones, Inc.

1008 Western Averue. Seattle. Washingion 93104  (206)622-0797

C

v

General Electric Company

TER:ks

Chemistr: Microbiclogy. and Technical Services

Lab No.

Vo~a R

10

12
13
14
15
16
17
18
19
20
21
22
23
24
25

27

PCBs, mg/kg

Less/50
Less/50
Less/50

355

Less/50
Less/50
Less/50
Less/S50
Less/50

290
Less/50
Less/50
Less/50
Less/S50
Less/50
Less/50
Less/50
Less/50
Less/50
Less/50
Less/50
Less/50
Less/50

¢

PAGENO. 2

LABORATORY NO. 69208

Respectfully submitted,

Laucks Testing Laboratories,. Inc.

Timothy

535

. Runyan

tor po willbe g

N This report Is submitted lor the exclusive use of the person, parinetship, or corporation to whom it Iamwmﬂmmdmlmum

I memberof ita staftin conneciion with the advertising or sale of any prod

E d only on contracl This company stceptis no responsibility sxcept
for tha dus performancs of inspection andior analysis In good faith and according lo the rules ulnulrl:hllldm

1



C_,,-STALLATION & SERVICE

GENERAL%IELECTHEG ENGINEERING DIVISION

ELECTRICAL & ELECTRONIC

GENERAL ELECTRIC COMPANY ... E. 1805 TRENT AVENUE, P.0. BOX 2848 SERVICE DEPARTMENT
TERMINAL ANNEX, SPOKANE, WASHINGTON 89220, Phone (509) 455-6535

April 19, 1982

RE: OIL SAMPLES
YOUR P/0 8014
CC: George Logan
Inland Empire Paper Company

James P, Clift

Purchasing Agent

Inland Empire Paper Company
N. 3320 Argonne

Spokane, Washington 99206

Dear Jim:

Attached is test data from Laucks Lab in Seattle for your 5 oil sampies.
None of these samples had over 500 PPM PCB, so it will not be necessary
for you to label them. _
I would suggest that you file this test certificate in a place where it
will not get Tost. This information may be necessary if you want to
repair any of these units in the future.

Also as requested, attached is 6 each of PC-4N PCB label.

Sincerely yours,

A7 Do

Roy F. Doupe
AREA MANAGER

Encls.

RFD/ims P\)
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Testin g aboratories, Inc. ifi
940 Soulh Hatney Stree. seame\xhginguon osi08 @oetersoe0 437/ 6320~ 2 Certificate
Chemistry Microbiology. and Technical Services

cuent General Electric Company ueoratoRYno, 76310
East 1805 Trent Avenue
Spokane,WA 998220 oare April 15, 1982

Attn: Roy F. Doupe
P.0O. #5P0820402

AEPOATON OIL

SAMPLE

INDENTIFICATION Marked: l_) A-1 GE S/N 1914 989 Trans. Sta.
2) C. West 25KVA Fin. Rm.
3) W. West 25KVA Fin. Rm.

TR 4) E. G.E. 25KVN Fin. Rm.
AND RESULTS: 5) G.E. 5 KvaA Yard.
_‘\._
1 2 3 4 5
PCBs, mg/kg 60 | <5 <5 <1 <1 -

Key
< denotes "less than"
Respectfully submitted, .
LAUCKS TESTING LABORATORIES, INC.
oy
,4,%?/; & Bmegparm,
Yy

TimotHy E. Runy&n

TER:ks

. This report ia submitted for the sxclusive use of iha parson, partnership, or corporation to whom It is addressed. Subsequent usa of the nsma of thia company or any
RF member of ita stallin connection with the advettising or sale of any product or process will be granted only on contract. This company accepis no responsibility ascept
£ for Iha due parformance of Inspection and/or analysis in pood falih and sccording 10 the rules of ihe trads and of science.




S,

Fes 7, ICH C
SUBJECT:  ANNUAL PCB RECORD

REPORTING PERIOD JAN. 1, £2~THRU DEC. 31, §z .

_As of December 31, £ 2~ we had on hand at our WW@MC

facility 3/72~  kilograms of PCB insulating fluids. The PCB

fluid was located as Tollows:

A - Trarsrorwers (TTEMD & T 4w of
3¢ - Caproroes (TTEms #1-3 of- Equipmest z-oc,)
30— Casmecrons (crem s+ of Equwipm&IT L&

Equuombns Lac-r)

In addition to the above we had kilograms of PCB

contaminated insulating fluids located as follows:

There was no storage or disposal of PCB's during this reporting

period.

Signature a)% M@
Title Tzt Sz»sf
Date Lot A




Y15
paecs K 1952 ¢
SUBJECT: ANNUAL PCB RECORD

REPORTING PERIOD JAN. 1, _§£/ THRU DEC. 31, 2l

.As of December 31, ¥l we had on hand at our MLM

facility 3172 kilograms of PCB insulating fluids. The PCB

fluid was located as follows:
¢ a1y of EguismsnT Loc,)

36 - Cnencitors CI—rem.s al —3 A'F Equpmgyr Lo(,)
(crem +9 of Egquipme~T Lotr)

a2 -~ TRavsForMers (Trems * 7

30 - QAPACLTONS

In addition to the above we had kilograms of PCB

contaminated insulating fluids located as follows:

There was no storage or disposal of PCB's during this reporting

period.

Signﬂt“"eA_[JJa!fag._@aMe/

Title  Lechnicat Alu-,fvf
Date Marct, 2l Zﬁfz




JuLy 1, 2/

&

—t

SUBJECT: ANNUAL PCB RECORD
REPORTING PERIOD JAN. 1, £O . THRU DEC. 31, O .

As of December 31, /5f0 we had on hand at our _Z&FCs

facility _ 3i7L kilograms of PCB insulating fluids. The PCB

fluid was located as follows:
(Z‘rﬁsts & Famid &[ EGutipst T a(,.)
LLTE.‘J[S H 1—3 (_T‘F qu‘lﬂr&(F.aJ';- lads )

(ZTem ed  of 7 6 il et T w(,)

2 - TRAVSFEMELS

36 - CALAcL OIS

5 o - C:ﬁ&t LD

In addition to the above we had kilograms of PCB

contaminated insulating fluids located as follows:

There was no storage or disposal of PCB's during this reporting

period.

Signature %iék [ {ﬂeé;,

Title__ [clecion? /o[q«*
Date f?é{éf/
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10831 E. Marginal Way S.
Seattle, WA 98168

Westinghouse Industry Services :,"::,":f,f;"" iy
Electric Corporation Divisions November 16, 1983

Inland Empire Paper Co.
3320 North Argonne
Spokane, WA 99212

Attn: Mr. Ed Orr

Subject: 1 ea 1000 KVA 1 @ Transformer
380 Gals 60 PPM.PCB

1l ea 3 @ Transformer Westinghouse
#PCR-91061
1972 Gals 290 FPM PCB

Gentlemen:

In response to our conversation of November 15, 1983 we are pleased to
provide the following.

1. Provide men and equipment to customers property at above
address to decontaminate the subject transformers.

2. Remove from site and properly dispose of all liquid and
contaminated material incidental to job.

3. Refill with new oil.

4, Provide guarantee of remaining below 50 PPM PCB after 90
days in service.

5. Provide sample kit and analysis for after 90 daf oil sample.

It is understood our field equipment will have adequate access to the
equipment and that the transformers will be de-energized.

We anticipate being able to complete the process in one 12 to 14 hour _
day beginning at 7:00 AM on the day of your choice which is agreed to

be a normal week day. It is possible to perform this process on a

weekend as holiday should you desire.

Qur price for regular weekday for this service will be $21,088.00.



=

( €

From: Westinghouse Electric Corp.
To: Inland Empire Paper Co.
November 16, 1983

Page 2

Title to the waste product shall pass to Westinghouse following placement
of the waste product on Westinghouse truck and compliance by purchaser with
warranties set forth in section 6 in PCB Additional Terms and Conditioens.
In the event that any of the above warranties are not complied with by
Purchaser, title shall remain with purchaser until warranty(ies) is/are
satisfied.

Price is subject to Terms and Conditions listed above and on the reverse
side hereof and the PCB Additional Terms and Conditions (copy attached).
Notice of objection to any different or additional Terms and Conditions

is hereby given.

Thank you for this opportunity to be of service.

Sincerely,

K. G. Hammond, Manager
Seattle ASP

KGH/ck
Encl
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